
A
lcon Lighting 14

0
54

 A
rchitectural LED

 Linear Flat Panel
INSTALLATION INSTRUCTIONS

AlconLighting.com © 2025      (877) 733-5236      products@alconlighting.com  Pg.1/2

WARNING: RISK OF FIRE OR ELECTRIC SHOCK. DISCONNECT POWER AT FUSE/CIRCUIT BREAKER BEFORE INSTALLATION. INSTALL 
ONLY PER LOCAL CODES BY A QUALIFIED ELECTRICIAN. IMPROPER HANDLING MAY CAUSE INJURY OR DEATH.

Safety Notes

1. Read all instructions.
2. Install in accordance with national and local electrical code regulations.
3. This product is intended to be installed and serviced by a qualified, licensed electrician.
4. Do not install in wet locations. For dry and damp use only.
5. Turn off electrical power before installing or servicing fixture in any way.
6. To reduce the risk of fire and overheating, make sure all connections are tight.
7. Follow label information and instructions concerning Wet or Damp Locations, installation near 

combustible materials, insulation, building materials, and proper lamping. Do not install in areas subject 
to combustible vapors or gases. 
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IMPORTANT

Do not pinch or apply excessive tension to the wires when joining sections or reattaching end caps.
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